
Door # Door 
Type

 Door 
Material Door Size Frame 

Type
Frame 

Material Head Jamb Sill

C-001 EXIST EXIST  EXIST EXIST 4

C-002 EXIST EXIST  EXIST EXIST 4

C-003 EXIST EXIST  EXIST EXIST 4

C-004 EXIST EXIST  EXIST EXIST 4

C-005 EXIST EXIST  EXIST EXIST 8 EXIST AUTO OPER SLIDER 

C-006 EXIST EXIST  EXIST EXIST 4

C-007 EXIST EXIST  EXIST EXIST 4

C-008 EXIST EXIST  EXIST EXIST 4

C-009 EXIST EXIST  EXIST EXIST 4

C-010 EXIST EXIST  EXIST EXIST 4

C-011 EXIST EXIST  EXIST EXIST 4

C-012 EXIST EXIST  EXIST EXIST 4

001-001 EXIST EXIST  EXIST EXIST 5 NOTE 17/ EXIST TRANSON

001-002 EXIST EXIST  EXIST EXIST 14

001-003 EXIST EXIST  EXIST EXIST 14

001-004 EXIST EXIST  EXIST EXIST 11  EXIST WIRE GLASS

001-005 EXIST EXIST  EXIST EXIST 14 EXIST WIRE GLASS

001-006 EXIST EXIST   EXIST EXIST 11  EXIST WIRE GLASS

001-007 EXIST EXIST  EXIST EXIST EXIST WIRE GLASS

001-008 EXIST EXIST  EXIST EXIST 4 NOTE 1 / EXIST TRANSON

001-009 EXIST EXIST  EXIST EXIST 4  EXIST TRANSON

001-101 EXIST EXIST  EXIST EXIST 11  

001-102 EXIST EXIST  EXIST EXIST 4 NOTE 15

001-103 EXIST EXIST  EXIST EXIST 4  

001-104 EXIST EXIST  EXIST EXIST 4 NOTE  1, 15

001-105 EXIST EXIST  EXIST EXIST 4

001-106 EXIST EXIST  EXIST EXIST 4 NOTE 15

001-108 EXIST EXIST  EXIST EXIST 11

001-201 EXIST EXIST  EXIST EXIST 11

001-203 EXIST EXIST  EXIST EXIST 11

001-A01 EXIST EXIST EXIST EXIST 14

001-A02 EXIST EXIST EXIST EXIST 14

B 003-003 F WD 3'-0" X 7'-0" EXIST EXIST 13 NOTE 4

1 003-105 F WD 3'-0" X 7'-0" EXIST EXIST 13 NOTE 4

REMARKSFire rating
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Door # Door 
Type

 Door 
Material Door Size Frame 

Type
Frame 

Material Head Jamb Sill

7 1 007-115 EXIST EXIST EXIST EXIST 17

008-001 G HM 3'-2" x 7'-0" 2 HM H16 J16 S4 4D NOTE 1, 5

008-002 G HM 3'-2" x 7'-0" 2 HM H15 J16 S4 4D NOTE 1, 5

008-003 F HM 3'-0" x 7'-0" 1 HM H15 J16 S4 6

008-004 EXIST EXIST EXIST EXIST 17

008-101 G HM 3'-4" x 7'-0" 2 HM H14 J9 S4 4D NOTE 5

008-102 EXIST EXIST EXIST EXIST 17

008-103 EXIST EXIST EXIST EXIST 4 NOTE 15

008-104 G HM 3'-2" x 7'-0" 2 HM H14 J9 S4 4D NOTE 5

008-105 G WD/GL 3'-2" x 7'-0" 2 HM H14 J9 S4 6A NOTE 5

008-201 EXIST EXIST EXIST EXIST 17 NOTE 4

008-202 EXIST EXIST EXIST EXIST 17 NEW FIRE RATED GLASS

008-203 EXIST EXIST EXIST EXIST 17

1 009-108 EXIST EXIST EXIST EXIST 17

2 009-201 EXIST EXIST EXIST EXIST 17

018-001 EXIST EXIST EXIST EXIST 17

018-002 EXIST EXIST EXIST EXIST Y 17

018-003 FG1 AL 3'-0" x 7'-0" 2 AL H1 J1 S1 4B NOTE 1, 5 / STOREFRONT

018-004 EXIST EXIST EXIST EXIST 17

018-005 EXIST EXIST EXIST EXIST 17

018-008 EXIST EXIST EXIST EXIST 17

018-101 EXIST EXIST EXIST EXIST 17

018-102 EXIST EXIST EXIST EXIST 17

018-103 FG1 AL 3'-0" x 7'-0" EXIST EXIST 16 STOREFRONT / NOTE 4

018-104 FG1 AL 3'-0" x 7'-2" 1 AL H1 J1 S1 4B NOTE 1, 5 / STOREFRONT

018-105 FG1 AL 3'-0" x 7'-2" 1 AL H1 J1 S1 4B NOTE 1, 5 / STOREFRONT

018-106 EXIST EXIST EXIST EXIST 4 NOTE 1, 15 / STOREFRONT

019-101 EXIST EXIST EXIST EXIST 3  NOTE 3  / LOUVER IN DOOR 
FRAME

019-102 EXIST EXIST EXIST EXIST 3 NOTE 9

019-103 EXIST EXIST EXIST EXIST 3 NOTE 9

019-104 EXIST EXIST EXIST EXIST 2 NOTE 17 / EXIST LOUVER IN 
DOOR FRAME

21 1 021-115 EXIST EXIST EXIST EXIST 17

B 023-001 EXIST EXIST EXIST EXIST 17

1 023-101 EXIST EXIST EXIST EXIST 17

024-001 EXIST EXIST EXIST EXIST 4

024-002 EXIST EXIST EXIST EXIST 17

024-003 EXIST EXIST EXIST EXIST 17

024-004 EXIST EXIST EXIST EXIST 5 NOTE 17

024-005 EXIST EXIST EXIST EXIST 17

024-006 EXIST EXIST EXIST EXIST 17

024-007 EXIST EXIST EXIST EXIST 17

024-008 EXIST EXIST EXIST EXIST 4

024-009 EXIST EXIST EXIST EXIST 3

024-010 EXIST EXIST EXIST EXIST 17

024-011 EXIST EXIST EXIST EXIST 6 NOTE 5, 9

024-012 EXIST EXIST EXIST EXIST 17

024-013 EXIST EXIST EXIST EXIST 17

024-014 EXIST EXIST EXIST EXIST 17

024-015 EXIST EXIST EXIST EXIST 17

024-016 EXIST EXIST EXIST EXIST 6

024-017 EXIST EXIST EXIST EXIST 17

024-018 EXIST EXIST EXIST EXIST 17

024-019 EXIST EXIST EXIST EXIST 17

024-020 EXIST EXIST EXIST EXIST 17

024-021 EXIST EXIST EXIST EXIST 17

024-022 EXIST EXIST EXIST EXIST 5 NOTE 17
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Hardware 

Set Door # Door 
Type

 Door 
Material Door Size Frame 

Type Frame Material Head Jamb Sill

024-108 EXIST EXIST EXIST EXIST 17

024-109 EXIST EXIST EXIST EXIST 5 NOTE 17

024-110 EXIST EXIST EXIST EXIST 17

024-111 EXIST EXIST EXIST EXIST 17

024-112 EXIST EXIST EXIST EXIST 17

024-113 EXIST EXIST EXIST EXIST 2 NOTE 17

024-114 EXIST EXIST EXIST EXIST 17

024-115 EXIST EXIST EXIST EXIST 11

024-120 EXIST EXIST EXIST EXIST 5 NOTE 17

024-208 EXIST EXIST EXIST EXIST 17

024-209 EXIST EXIST EXIST EXIST 17

024-210 EXIST EXIST EXIST EXIST 17

024-211 EXIST EXIST EXIST EXIST 17

024-212 EXIST EXIST EXIST EXIST 17

024-223 EXIST EXIST EXIST EXIST 17

25 1 025-104 EXIST EXIST EXIST EXIST 17

026-001 EXIST EXIST EXIST EXIST 4

026-004 EXIST EXIST EXIST EXIST 6

026-005 EXIST EXIST EXIST EXIST 17

026-008 EXIST EXIST EXIST EXIST 3

026-009 EXIST EXIST EXIST EXIST 4

026-010 EXIST EXIST EXIST EXIST 3

026-013 EXIST EXIST EXIST EXIST 4

026-014 EXIST EXIST EXIST EXIST 3

026-015 EXIST EXIST EXIST EXIST 4

026-016 EXIST EXIST EXIST EXIST 1

026-017 EXIST EXIST EXIST EXIST 17

026-018 EXIST EXIST EXIST EXIST 17

026-019 EXIST EXIST EXIST EXIST 4

026-020 EXIST EXIST EXIST EXIST 4

026-021 EXIST EXIST EXIST EXIST 6

026-105 EXIST EXIST EXIST EXIST 4

026-111 EXIST EXIST EXIST EXIST 4

026-116 EXIST EXIST EXIST EXIST 17

026-118 EXIST EXIST EXIST EXIST 17

026-121 EXIST EXIST EXIST EXIST 1

026-129 EXIST EXIST EXIST EXIST 4

026-130 EXIST EXIST EXIST EXIST 4

2 026-212 EXIST EXIST EXIST EXIST 17

027-001 EXIST EXIST EXIST EXIST 4

027-002 EXIST EXIST EXIST EXIST 17

027-003 EXIST EXIST EXIST EXIST 14

027-004 EXIST EXIST EXIST EXIST 4

027-005 EXIST EXIST EXIST EXIST 4

027-006 EXIST EXIST EXIST EXIST 17

027-007 EXIST EXIST EXIST EXIST 17

027-008 EXIST EXIST EXIST EXIST 11

027-009 EXIST EXIST EXIST EXIST 17

027-010 EXIST EXIST EXIST EXIST 17

027-011 EXIST EXIST EXIST EXIST 17

027-012 EXIST EXIST EXIST EXIST 17

027-013 EXIST EXIST EXIST EXIST 3

027-014 EXIST EXIST EXIST EXIST 17

027-015 EXIST EXIST EXIST EXIST 4

027-016 EXIST EXIST EXIST EXIST 17

027-017 EXIST EXIST EXIST EXIST 17

027-018 EXIST EXIST EXIST EXIST 17
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Door # Door 
Type

 Door 
Material Door Size Frame 

Type
Frame 

Material Head Jamb Sill

027-101 EXIST EXIST EXIST EXIST 17

027-102 EXIST EXIST EXIST EXIST 5 EXIST CLOSER ON EXT / NOTE 
17

027-103 EXIST EXIST EXIST EXIST 5 NOTE 17

027-104 EXIST EXIST EXIST EXIST 17

027-105 EXIST EXIST EXIST EXIST 17

027-106 EXIST EXIST EXIST EXIST 1

027-107 EXIST EXIST EXIST EXIST 17

027-108 EXIST EXIST EXIST EXIST 5 NOTE 17

027-109 EXIST EXIST EXIST EXIST 5 NOTE 17

027-110 EXIST EXIST EXIST EXIST 17

027-111 F HM 2'-6" X 7'-0" EXIST EXIST 15 NOTE 4

027-112 EXIST EXIST EXIST EXIST 17

027-113 EXIST EXIST EXIST EXIST 17

027-201 EXIST EXIST EXIST EXIST 17

027-202 EXIST EXIST EXIST EXIST 17

027-203 EXIST EXIST EXIST EXIST 17

027-204 F HM 3'-6" x 7'-0" EXIST EXIST 15 NOTE 4

027-205 EXIST EXIST EXIST EXIST 17

027-206 EXIST EXIST EXIST EXIST 17

A 027-A01 EXIST EXIST EXIST EXIST 17

028-001 N HM/GL 3'-0" x 7'-0" EXIST EXIST 4C NOTE 1, 4

028-002 EXIST EXIST EXIST EXIST 17

028-003 EXIST EXIST EXIST EXIST 17

028-004 F HM 3'-6" X 7'-0" EXIST EXIST 15 NOTE 4

028-005 FG HM/GL 3'-0" x 7'-0" 6 HM H3 J4 S4 5A NOTE 1, 5  / Auto Operator

028-006 F HM 3'-0" X 7'-0" EXIST EXIST 17A NOTE 4

028-007 F HM 3'-0" X 7'-0" EXIST EXIST 15 NOTE 4, 17

028-008 F HM 3'-4" x 7'-0" EXIST EXIST 17A NOTE 4

028-009 F HM 3'-0" x 7'-0" EXIST EXIST 5 NOTE 4, 17

028-010 EXIST EXIST EXIST EXIST 5 NOTE 17

028-011 FG1 AL/GL 3'-0" X 7'-0" EXIST EXIST 4A NOTE 1, 4

028-012 EXIST EXIST EXIST EXIST 6

028-013 EXIST EXIST EXIST EXIST 5 NOTE 17

028-014 F HM 3'-6" X 7'-0" EXIST EXIST 15 NOTE 4 / PROVIDE PEEPHOLE 
TO MATCH EXISTING

028-015 EXIST EXIST EXIST EXIST 17 NOTE 17

028-101 N HM/GL (2) 2'-6" x 7'-0" EXIST EXIST 3A NOTE 1, 4, 10

028-102 EXIST EXIST EXIST EXIST 17

028-103 FG1 AL/GL (2) 2'-6"X7'-0" EXIST EXIST 1A NOTE 5, 12

028-104 FG1 AL/GL 3'-0" x 7'-0" EXIST EXIST 4E NOTE 1, 5 / AUTO OPER

028-105 EXIST EXIST EXIST EXIST 5 NOTE 17

028-106 EXIST EXIST EXIST EXIST 5 NOTE 17

028-201 EXIST EXIST EXIST EXIST 17

028-202 F HM 3'-6" x 7'-0" 4 HM H12 J12 15A NOTE 5

028-203 N HM/GL 2'-8" x 7'-0" 4 HM H12 J12 15A NOTE 5

030-001 EXIST EXIST EXIST EXIST 4 NOTE 1, 4

030-002 EXIST EXIST EXIST EXIST 17

030-003 EXIST EXIST EXIST EXIST 4  

030-004 G HM 3'-6" x 7'-0" 4 HM H10 J13 S4 4D NOTE 5

030-005 EXIST EXIST EXIST EXIST 17

030-006 EXIST EXIST EXIST EXIST 4

030-007 EXIST EXIST EXIST EXIST 11

030-008 EXIST EXIST EXIST EXIST 11

030-009 EXIST EXIST EXIST EXIST 1

030-010 EXIST EXIST EXIST EXIST 4
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Hardware 
Set Door # Door 

Type
 Door 

Material Door Size Frame 
Type

Frame 
Material Head Jamb Sill

031-021 EXIST EXIST EXIST EXIST 17

031-022 EXIST EXIST EXIST EXIST 17

031-023 EXIST EXIST EXIST EXIST 17

031-024 EXIST EXIST EXIST EXIST 11

031-025 EXIST EXIST EXIST EXIST 4

031-029 EXIST EXIST EXIST EXIST 17

031-101 EXIST EXIST EXIST EXIST 17

031-102 EXIST EXIST EXIST EXIST 17

031-103 EXIST EXIST EXIST EXIST 17

 031-104 EXIST EXIST EXIST EXIST 17 NOTE 2

031-105 EXIST EXIST EXIST EXIST 17

031-106 EXIST EXIST EXIST EXIST 17

031-107 EXIST EXIST EXIST EXIST 17

031-108 EXIST EXIST EXIST EXIST 17

031-109 EXIST EXIST EXIST EXIST 17

031-110 EXIST EXIST EXIST EXIST 17

031-112 EXIST EXIST EXIST EXIST 17

031-113 EXIST EXIST EXIST EXIST 17

031-114 EXIST EXIST EXIST EXIST 17

031-115 EXIST EXIST EXIST EXIST 17

031-116 EXIST EXIST EXIST EXIST 17

031-117 EXIST EXIST EXIST EXIST 17

031-201 EXIST EXIST EXIST EXIST 17 SAFE DOOR (VERIFY HW)

031-202 EXIST EXIST EXIST EXIST 17

031-203 EXIST EXIST EXIST EXIST 17 NOTE 15

031-204 EXIST EXIST EXIST EXIST 17

031-205 EXIST EXIST EXIST EXIST 17

031-206 EXIST EXIST EXIST EXIST 17

031-207 EXIST EXIST EXIST EXIST 17 USE EXISTING ELECTRIC 
STRIKE

031-208 EXIST EXIST EXIST EXIST 17 USE EXISTING ELECTRIC 
STRIKE

031-209 EXIST EXIST EXIST EXIST 17

031-210 EXIST EXIST EXIST EXIST 17 NOTE 17 

031-301 EXIST EXIST EXIST EXIST 17

031-302 EXIST EXIST EXIST EXIST 17

031-303 EXIST EXIST EXIST EXIST 17

035-005 EXIST EXIST EXIST EXIST 11

035-009 EXIST EXIST EXIST EXIST 17

1 035-119 EXIST EXIST EXIST EXIST 17

2 035-218 EXIST EXIST EXIST EXIST 17

3 035-302 EXIST EXIST EXIST EXIST 17

A 035-A01 EXIST EXIST EXIST EXIST 17

36 1 036-106 EXIST EXIST EXIST EXIST 11

210-001 G HM/GL 3'-6" x 7'-0" EXIST EXIST 4C NOTE 1, 4

210-002 EXIST EXIST EXIST EXIST 3 NOTE 9, 10

210-003 F HM 4'-0" x 7'-0" 2 HM H9 J4 S4 4D NOTE 1, 5  / FIRE RATED DOOR

210-004 EXIST EXIST  EXIST EXIST 17

210-005 G HM 3'-0" x 7'-0" EXIST EXIST 5 NOTE 1, 4, 17

210-006 EXIST EXIST  EXIST EXIST 4 NOTE 1

210-007 EXIST EXIST  EXIST EXIST 5 NOTE 17 
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SetDoor # Door 
Type

 Door 
Material Door Size Frame 

Type
Frame 

Material Head Jamb Sill

027-101 EXIST EXIST EXIST EXIST 17

027-102 EXIST EXIST EXIST EXIST 5 EXIST CLOSER ON EXT / NOTE 
17

027-103 EXIST EXIST EXIST EXIST 5 NOTE 17

027-104 EXIST EXIST EXIST EXIST 17

027-105 EXIST EXIST EXIST EXIST 17

027-106 EXIST EXIST EXIST EXIST 1

027-107 EXIST EXIST EXIST EXIST 17

027-108 EXIST EXIST EXIST EXIST 5 NOTE 17

027-109 EXIST EXIST EXIST EXIST 5 NOTE 17

027-110 EXIST EXIST EXIST EXIST 17

027-111 F HM 2'-6" X 7'-0" EXIST EXIST 15 NOTE 4

027-112 EXIST EXIST EXIST EXIST 17

027-113 EXIST EXIST EXIST EXIST 17

027-201 EXIST EXIST EXIST EXIST 17

027-202 EXIST EXIST EXIST EXIST 17

027-203 EXIST EXIST EXIST EXIST 17

027-204 F HM 3'-6" x 7'-0" EXIST EXIST 15 NOTE 4

027-205 EXIST EXIST EXIST EXIST 17

027-206 EXIST EXIST EXIST EXIST 17

A 027-A01 EXIST EXIST EXIST EXIST 17

028-001 N HM/GL 3'-0" x 7'-0" EXIST EXIST 4C NOTE 1, 4

028-002 EXIST EXIST EXIST EXIST 17

028-003 EXIST EXIST EXIST EXIST 17

028-004 F HM 3'-6" X 7'-0" EXIST EXIST 15 NOTE 4

028-005 FG HM/GL 3'-0" x 7'-0" 6 HM H3 J4 S4 5A NOTE 1, 5  / Auto Operator

028-006 F HM 3'-0" X 7'-0" EXIST EXIST 17A NOTE 4

028-007 F HM 3'-0" X 7'-0" EXIST EXIST 15 NOTE 4, 17

028-008 F HM 3'-4" x 7'-0" EXIST EXIST 17A NOTE 4

028-009 F HM 3'-0" x 7'-0" EXIST EXIST 5 NOTE 4, 17

028-010 EXIST EXIST EXIST EXIST 5 NOTE 17

028-011 FG1 AL/GL 3'-0" X 7'-0" EXIST EXIST 4A NOTE 1, 4

028-012 EXIST EXIST EXIST EXIST 6

028-013 EXIST EXIST EXIST EXIST 5 NOTE 17

028-014 F HM 3'-6" X 7'-0" EXIST EXIST 15 NOTE 4 / PROVIDE PEEPHOLE 
TO MATCH EXISTING

028-015 EXIST EXIST EXIST EXIST 17 NOTE 17

028-101 N HM/GL (2) 2'-6" x 7'-0" EXIST EXIST 3A NOTE 1, 4, 10

028-102 EXIST EXIST EXIST EXIST 17

028-103 FG1 AL/GL (2) 2'-6"X7'-0" EXIST EXIST 1A NOTE 5, 12

028-104 FG1 AL/GL 3'-0" x 7'-0" EXIST EXIST 4E NOTE 1, 5 / AUTO OPER

028-105 EXIST EXIST EXIST EXIST 5 NOTE 17

028-106 EXIST EXIST EXIST EXIST 5 NOTE 17

028-201 EXIST EXIST EXIST EXIST 17

028-202 F HM 3'-6" x 7'-0" 4 HM H12 J12 15A NOTE 5

028-203 N HM/GL 2'-8" x 7'-0" 4 HM H12 J12 15A NOTE 5

030-001 EXIST EXIST EXIST EXIST 4 NOTE 1, 4

030-002 EXIST EXIST EXIST EXIST 17

030-003 EXIST EXIST EXIST EXIST 4  

030-004 G HM 3'-6" x 7'-0" 4 HM H10 J13 S4 4D NOTE 5

030-005 EXIST EXIST EXIST EXIST 17

030-006 EXIST EXIST EXIST EXIST 4 CONNECT EXISTING CLOSER 
TO DOOR

030-007 EXIST EXIST EXIST EXIST 11

030-008 EXIST EXIST EXIST EXIST 11

030-009 EXIST EXIST EXIST EXIST 1

030-010 EXIST EXIST EXIST EXIST 4
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Door 
Hardware

Door # Door 
Type

 Door 
Material Door Size Frame 

Type
Frame 

Material Head Jamb Sill Hardware 
Set

210-008 EXIST EXIST EXIST EXIST 1 NOTE 7

210-009 EXIST EXIST  EXIST EXIST 17

210-010 EXIST EXIST  EXIST EXIST 11

210-011 EXIST EXIST  EXIST EXIST 17  

210-012 EXIST EXIST  EXIST EXIST 5 NOTE 17

210-013 EXIST EXIST  EXIST EXIST 5 NOTE 17

210-014 EXIST EXIST  EXIST EXIST 6 NOTE 9

210-015 G HM 3'-6" x 7'-0" EXIST EXIST 4C NOTE 1, 4

210-016 EXIST EXIST  EXIST EXIST 17

210-017 EXIST EXIST  EXIST EXIST 17

210-018 EXIST EXIST EXIST EXIST 4  NOTE 1

210-019 EXIST EXIST EXIST EXIST 5 NOTE 17

210-101 EXIST EXIST  EXIST EXIST 17

210-102 EXIST EXIST  EXIST EXIST 17

210-103 EXIST EXIST  EXIST EXIST 17

210-104 EXIST EXIST  EXIST EXIST 17

210-105 EXIST EXIST  EXIST EXIST 17

210-106 EXIST EXIST  EXIST EXIST 17

210-107 EXIST EXIST  EXIST EXIST 17

210-108 EXIST EXIST  EXIST EXIST 17

210-109 EXIST EXIST  EXIST EXIST 17

210-110 EXIST EXIST  EXIST EXIST 17

210-111 EXIST EXIST  EXIST EXIST 17

210-112 EXIST EXIST  EXIST EXIST 17

210-113 EXIST EXIST  EXIST EXIST 17

210-114 EXIST EXIST EXIST EXIST 17

210-115 EXIST EXIST EXIST EXIST 17

210-116 EXIST EXIST EXIST EXIST 17

210-117 EXIST EXIST EXIST EXIST 17

210-201 EXIST EXIST EXIST EXIST 17

210-202 EXIST EXIST EXIST EXIST 17

210-203 EXIST EXIST EXIST EXIST 17

210-204 EXIST EXIST EXIST EXIST 17

210-205 EXIST EXIST EXIST EXIST 17

210-206 EXIST EXIST EXIST EXIST 17

210-207 EXIST EXIST EXIST EXIST 17

210-208 EXIST EXIST EXIST EXIST 17

210-209 EXIST EXIST EXIST EXIST 17

210-210 EXIST EXIST EXIST EXIST 17

210-211 EXIST EXIST EXIST EXIST 17

210-212 EXIST EXIST EXIST EXIST 17

210-213 EXIST EXIST EXIST EXIST 17

210-214 EXIST EXIST EXIST EXIST 17

210-215 EXIST EXIST EXIST EXIST 17

210-216 EXIST EXIST EXIST EXIST 17

210-217 EXIST EXIST EXIST EXIST 17

210-A01 EXIST EXIST EXIST EXIST 17

210-A02 EXIST EXIST EXIST EXIST 9 NOTE 17

210-A03 EXIST EXIST EXIST EXIST 9 NOTE 17

210-A04 EXIST EXIST EXIST EXIST 9 NOTE 17
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Door # Door 
Type

 Door 
Material Door Size Frame 

Type
Frame 

Material Head Jamb Sill

211-001 EXIST EXIST EXIST EXIST 4 NOTE 1

211-002 EXIST EXIST  EXIST EXIST 17  

211-003 EXIST EXIST EXIST EXIST 1

211-004 EXIST EXIST EXIST EXIST 4 NOTE 1, 6, 16  / EXIST AUTO  
OPER

211-005 EXIST EXIST EXIST EXIST 4 NOTE 1, 6, 16/ AUTO OPERATOR 

211-006 EXIST EXIST EXIST EXIST 4 NOTE 15 / EXIST AUTO OPER

211-007 G HM 3'-6" x 7'-0" 4 HM H5 J4 S4 4D NOTE 6

211-008 EXIST EXIST EXIST EXIST 4

211-009 EXIST EXIST EXIST EXIST 1  AUTO OPER

211-010 EXIST EXIST EXIST EXIST 17 CONNECT EXISTING CLOSER 
TO DOOR

211-011 EXIST EXIST EXIST EXIST 17  

211-012 EXIST EXIST EXIST EXIST 17

211-013 EXIST EXIST EXIST EXIST 5 NOTE 17

211-014 EXIST EXIST EXIST EXIST 1 NOTE 4, 7

211-015 EXIST EXIST EXIST EXIST 5 NOTE 17

211-016 EXIST EXIST EXIST EXIST 4

211-017 EXIST EXIST EXIST EXIST 5 NOTE 17

211-018 EXIST EXIST EXIST EXIST 4 NOTE 2

211-019 EXIST EXIST EXIST EXIST 4 NOTE 1 / EXIST AUTO OPER

211-020 EXIST EXIST EXIST EXIST 17

211-021 EXIST EXIST EXIST EXIST 4

211-022 EXIST EXIST EXIST EXIST 17

211-023 F HM 3'-0" X 7'-0" EXIST EXIST 5 NOTE 17

211-024 EXIST EXIST  EXIST EXIST 17

211-101 EXIST EXIST EXIST EXIST 17

211-102 EXIST EXIST EXIST EXIST 10

211-103 EXIST EXIST EXIST EXIST 17

211-104 EXIST EXIST EXIST EXIST 17

211-105 EXIST EXIST EXIST EXIST 17

211-106 EXIST EXIST EXIST EXIST 17

211-107 EXIST EXIST EXIST EXIST 17

211-108 EXIST EXIST EXIST EXIST 17

211-109 EXIST EXIST EXIST EXIST 17

211-110 EXIST EXIST EXIST EXIST 17

211-111 EXIST EXIST EXIST EXIST 17

211-112 EXIST EXIST EXIST EXIST 17

211-113 EXIST EXIST EXIST EXIST 17

211-114 EXIST EXIST EXIST EXIST 10

211-115 EXIST EXIST EXIST EXIST 17

211-116 EXIST EXIST EXIST EXIST 17

211-201 EXIST EXIST EXIST EXIST 17

211-202 EXIST EXIST EXIST EXIST 10

211-203 EXIST EXIST EXIST EXIST 17

211-204 EXIST EXIST EXIST EXIST 17

211-205 EXIST EXIST EXIST EXIST 17

211-206 EXIST EXIST EXIST EXIST 17

211-207 EXIST EXIST EXIST EXIST 17

211-208 EXIST EXIST EXIST EXIST 17

211-209 EXIST EXIST EXIST EXIST 17

211-210 EXIST EXIST EXIST EXIST 17
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Fire ratingHardware 
Set
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Door # Door 
Type

 Door 
Material Door Size Frame 

Type
Frame 

Material Head Jamb Sill

211-211 EXIST EXIST EXIST EXIST 17

211-212 EXIST EXIST EXIST EXIST 17

211-213 EXIST EXIST EXIST EXIST 17

211-214 EXIST EXIST EXIST EXIST 17

211-215 EXIST EXIST EXIST EXIST 10

211-216 EXIST EXIST EXIST EXIST 17

211-217 EXIST EXIST EXIST EXIST 17

211-A01 EXIST EXIST EXIST EXIST 5 NOTE 17

211-A02 EXIST EXIST EXIST EXIST 5 NOTE 17

211-A03 EXIST EXIST EXIST EXIST 5 NOTE 17

211-A04 EXIST EXIST EXIST EXIST 5 NOTE 17

212-001 EXIST EXIST EXIST EXIST 5 NOTE 17

212-002 EXIST EXIST EXIST EXIST 17

212-003 G HM/GL 3'-4" x 7'-0" 1 HM H4 J4 S4 6A NOTE 5

212-004 F HM/GL 3'-6" x 7'-0" 1 HM H4 J4 S4 4D NOTE 5

212-005 EXIST EXIST EXIST EXIST 11

212-006 EXIST EXIST EXIST EXIST 4 NOTE 1 , 6, 15  / EXIST HP AUTO 
OPER

212-007 EXIST EXIST EXIST EXIST 11

212-008 EXIST EXIST EXIST EXIST 17

212-009 EXIST EXIST EXIST EXIST 12

212-010 EXIST EXIST EXIST EXIST NOTE 17

212-011 EXIST EXIST EXIST EXIST 5 NOTE 17

212-101 G HM 3'-6" x 6'-10 1/2" 4 HM H10 J15 S4 7A

212-102 EXIST EXIST EXIST EXIST 17

212-103 N HM 3'-6" x 7'-0" 4 HM H10 J13 S4 4D NOTE 1, 6

212-104 EXIST EXIST EXIST EXIST 17

212-105 EXIST EXIST EXIST EXIST 4D NOTE 1, 6

212-106 G HM 3'-6" x 6'-10 1/2" 4 HM H10 J13 S4 7

2 212-201 F HM 3'-0" x 7'-0" EXIST EXIST 15
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8 1 218-101 EXIST EXIST EXIST EXIST 6

247-101 EXIST EXIST EXIST EXIST 2 NOTE 17

247-102 EXIST EXIST EXIST EXIST 2 NOTE 17

247-103 EXIST EXIST EXIST EXIST 15

247-104 EXIST EXIST EXIST EXIST 1

247-105 EXIST EXIST EXIST EXIST 2  NOTE 17

261-101 EXIST EXIST EXIST EXIST 4  NOTE 13

261-102 EXIST EXIST EXIST EXIST 1

261-103 EXIST EXIST EXIST EXIST 1 NOTE 13

261-104 EXIST EXIST EXIST EXIST 17

261-105 EXIST EXIST EXIST EXIST 4  NOTE 13

261-106 EXIST EXIST OVERHEAD DOOR N/A N/A N/A NOTE 17

261-107 EXIST EXIST OVERHEAD DOOR N/A N/A N/A NOTE 17

261-108 EXIST EXIST EXIST EXIST 4  NOTE 13

261-109 EXIST EXIST EXIST EXIST 2 NOTE 17

261-110 EXIST EXIST EXIST EXIST 4  NOTE 13

261-111 EXIST EXIST OVERHEAD DOOR N/A N/A N/A NOTE 17

261-112 EXIST EXIST OVERHEAD DOOR N/A N/A N/A NOTE 17

261-113 EXIST EXIST OVERHEAD DOOR N/A N/A N/A NOTE 17

261-114 EXIST EXIST OVERHEAD DOOR N/A N/A N/A NOTE 17

261-115 EXIST EXIST OVERHEAD DOOR N/A N/A N/A NOTE 17
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INSTALL ELECTRONIC SECURITY
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DOOR / FRAME TYPES &  DETAILS

A601
VRWS

11014.00

538-13-100

Various

DETAIL NOTES

1 Wide stile & rail storefront entrance. Secure to existing concrete slab
per manufacturer's instructions.

2 Aluminum threshold, set in mastic bed.

3 Provide sealant on both sides of storefront frame.

4 Existing structure to remain, protect in place.

5 Factory-finish, thermally broken aluminum storefront system with 1"
insulated heat strenghtened annealed low-e glazing. See
Specifications.

6 Hollow metal frame grout full, paint to match existing conditions.
Confirm color selection with COTR.

7 Backer rod & sealant. Both sides of frames, typical.

8 Shim as required.

9 1" insulated tempered glass with low-e coating.

10 Aluminum storefront system, see Specifications.

11 Hollow metal frame beyond.

12 Exterior aluminum door assembly. See Door Schedule.

13 1" insulated tempered low-e glazing.

15 For  type of glazing, refer to door schedule.

16 1" insulated laminated tempered low-e glazing @ door, See Door
Schedule.

17 Safety Rail (beyond) refer to Specifications. See detail 1/ A401.

18 Thermally-broken aluminum storefront framing system.

19 Existing wall beyond. Protect in place.

20 Hollow metal exterior door, see Door Schedule.

21 Aluminum threshold, set in a mastic bed. See Specifications.

22 Door sweep, see Specifications.

23 Existing wall finish to remain, unless noted otherwise.

24 Door jamb beyond.

25 Existing lintel, prep, prime, and paint. Confirm color with COTR.

26 Hollow metal sidelites paint to finish. Confirm color selection with
COTR.

27 Mastic bed

28 External applied mullions, per manufacture.

29 Double studs at all wall ends & openings, typical.

30 1/2" Marine grade plywood.

31 Provide premanufactured threshold.

32 Exterior solid core door, with classroom lockset, closer, and panic
hardware.

33 2 x 4 wall construction, provide water resistant roof assembly.

34 Secure temporary enclosure back to existing structure with 1"
galvanized metal strap, as required.

35 Coordinate and match existing ductwork penetration through
transom.

36 Exterior trim to match existing profile. Provide continuous bead of
sealant along edges. Paint trim to match existing conditions.

37 Interior trim to match existing profile. Provide continuous bead of
sealant along edges. Paint trim to match existing conditions.

38 Door operator.  see door Schedule & Specifications.

Scale:  1/4" = 1'-0"

DOOR TYPES

Scale:  1/4" = 1'-0"

FRAME TYPES

Scale:  1 1/2" = 1'-0"

DOOR DETAILS

GENERAL NOTES

A. All wood blocking shall be fire retardant, unless noted otherwise.

B. Verify all conditions prior to fabrication, erection and installation.

C. Seal joints between finish material and bottom of door frames.

D. Paint window frames at door sidelites & transoms to match door
frame.

E. Finish all exterior & interior doors & frames to match existing, unless
otherwise noted.

F. Double stud all door openings.

G. Salvage and box existing door hardware and return to COTR.

H. Provide temporary enclosure around existing opening at end of day,
refer to detail 1/A601. Carefully secure temporary enclosure to existing
building. Protect existing opening in place.

J. All exterior & interior finishes to match existing, u.n.o.

K. Match all existing door undercuts, u.n.o.

L. Patch and repair wall, floor, ceiling finish in immediate area of all
frame installations. Match all existing conditions, unless noted
otherwise.

M. Seal all joints & voids between finish material at sills, jambs, and head
of door frames.

N. Always match existing color, texture, and conditions. Verify conditions
in the field.

P. Painted wood door and trim are known to contain lead-based paint
(greater than 0.5% lead). It is the intent of the VA that work which may
disturb these materials be conducted by a contractor with experience
and training to perform the work in accordance with OSHA CFR
1926.62, Lead in Construction.

Q. At all egress doors provide temporary egress controls while
door/frame replacement is in progress. Coordinate security and set-up
with COTR in the field. See Detail 1, Sheet A601 for suggested
temporary enclosure. Provide an enclosure each for single door and
double door replacement. The intent at the end of day is for the
temporary door frame to be secured back to the building.

S. Work at some doors will need to be performed between 1700 and
2400 hours. Coordinate exact sequence of construction in the field
with the COTR. See the General Requirements for exact door
numbers and locations.

T. Contractor shall provide a plan for door replacement sequence to
minimize access issues to be approved by the COTR.

U. Other construction projects running concurrently with the Door
Replacement may require closure of doors intended as alternate
access during this project that cannot be foreseen at the time of
bidding. The Contractor must be prepared to modify approved
sequencing as required.

V. The Contractor shall post 8.5 inch by 11 inch maps showing alternate
access routes with closure dates indicating door is unavailable for use.
The VA will provide generic maps and the contractor must provide
notation on those maps and post them near barricades using weather
resistant sleeves.

W. The Contractor shall provide weather resistant storage containers that
can be secured as needed for all construction material, including
doors and storefront. Space in the existing building will not be
available for material storage.

X. Repair, prep, prime & paint door and frame as required to look like
new at all door only installations. Match all existing conditions, unless
noted otherwise.

Y. Replacement masonry construction shall align and course with
existing masonry construction. Color, texture, and unit size shall match
all existing conditions. Confirm all color selections with the COTR prior
to beginning work. Tooth any and all masonry construction into
existing to appear like new. Verify all conditions in the field prior to
beginning work. Contact the COTR regarding any conflicts prior to
beginning work.
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TECHNOLOGY SYMBOLS WITH ELECTRICAL REQUIREMENTS

SECURITY SYMBOLS

SECURITY SYMBOLS WITH ELECTRICAL REQUIREMENTS 

NOTE:  ALL SYMBOLS AND ABBREVIATIONS ARE SUBJECT TO

MODIFICATIONS ON OTHER DRAWINGS.

ALL SYMBOLS OR ABBREVIATIONS MIGHT NOT

NECESSARILY   BE USED ON THIS PROJECT.

ABBREVIATIONS

GENERAL FLOOR PLAN NOTES

SECURITY ASSURANCE LEVELS
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S-001

JDKMSG

S-SITE
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S-003
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S-CONN

SITE CONNECTOR PLAN
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SITE CONNECTOR PLAN
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JDKMSG
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SECURITY SYSTEM

DETAILS



CARD READER/MONITOR DOOR ROUGH-IN

ELECTRIFIED LOCKSET RETROFIT

DETAIL NOTES

ELECTRIC STRIKE RETROFIT

CARD READER RETROFIT

TYPICAL CONTROLLED DOOR

DETAIL NOTES

DETAIL NOTES

DETAIL NOTES

ELECTRIFIED PANIC RETROFIT

DETAIL NOTES

DETAIL NOTES

POWER FOR SECURITY

DETAIL NOTES
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PASSAGE

142B

142C

142D

ROOM

TUB

THERAPY

101E

139

BATH

TOILET

141A

141C

140

ROOM

PATIENT

ROOM

PATIENT

PATIENT

ROOM

143A

143B

142A

EXERCISE

HAC

145

146

CORRIDOR

101F

ROOM

PATIENT

PASSAGE

144B

143D

BATH

BATH

143C

144C

ROOM

PATIENT

PASSAGE

144A

144D
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024-201

024-202

024-203

024-204

024-221

024-223

024-208

024-205

024-207

024-206

024-211

024-210

024-209

024-213

024-214

024-215

024-216

024-222

024-217

024-220

024-218

024-219

024-212

203

204

STOR.

MED.

DAYROOM

210A

209B

209A

208

PATIENT

ROOM

PATIENT

ROOM

PATIENT

ROOM

STAIR

BATH

PASSAGE

210D

210B

210C

BATH

PATIENT

ROOM

211C

213

BATH

201B

CORRIDOR

211D

PASSAGE

209D

PASSAGE

211A

211B

212

PATIENT

ROOM

PATIENT

ROOM

ELEC

INTERVIEW

SOCIAL

WORKER

OFFICE

209C

207

ARS

COORDINATOR

OFFICE

206

205

217A

218A

PATIENT

ROOM

PATIENT

ROOM

PATIENT

ROOM

PATIENT

ROOM

LIBRARY

214

215

220

EXAM

201C

CORRIDOR

218D

PASSAGE

218B

218C

219A

219C

BATH

HAC

BATH

216D

PASSAGE

217D

PASSAGE

216A

216C

216B

217C

217B

PATIENT

ROOM

PATIENT

ROOM

PATIENT

ROOM

BATH

BATH

201A

CORRIDOR

SOILED

UTILITY

PHYSICIAN ASSISTANT

OFFICE / EXAM ROOM

222

221

223

224

225

226

STOR.

LAUNDRY

STOR.

ADDICTION

THERAPIST

OFFICE

STOR.

202

NURSE'S

STATION

NURSE

OFFICE

200

259

260

VISITOR'S

ROOM

PUBLIC

UNISEX

KITHCENETTE

XXXX

258

257

256

CLEAN

LINEN

REHAB

TECH

OFFICE

NURSE

OFFICE

254

255

253

RECREATION

THERAPIST

OFFICE

227

228

229

230

ELEV

ELEV

TELE /

DATA

201D

CORRIDOR

232

233

STAFF

TOILET

STAIR

231

DAYROOM

REHAB

TECH

OFFICE

ADDICTION

THERAPIST

OFFICE

234

239

235

TELE

CLINICAL

PSYCHOLOGIST

OFFICE

237

CORRIDOR

236

201E

PASSAGE

248C

BATH

248D

248B

PATIENT

ROOM

247A

PATIENT

ROOM

CORRIDOR

ADDICTION

THERAPIST

OFFICE

ADDICTION

THERAPIST

OFFICE

REHAB

TECH

OFFICE

201G

252

250

251

249

STAIR

246

247D

PASSAGE

247B

247C

247A

PATIENT

ROOM

PATIENT

ROOM

BATH

ELEC

PATIENT

ROOM

BATH

241D

PASSAGE

241C

SOCIAL

WORKER

OFFICE

238

244

241B

241A

240A

240B

PATIENT

ROOM

PATIENT

ROOM

HAC

BATH

CORRIDOR

201F

245

DAYROOM

242D

PASSAGE

243B

PATIENT

ROOM

243C

242C

242A

242B

PATIENT

ROOM

PATIENT

ROOM

BATH

BATH

243D

PASSAGE

243A

PATIENT

ROOM
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026-105

026-111

026-121

026-120

026-129

026-130

026-116

026-118
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Elec.

Closet

Mech.

1

Elec.

Switchgear

33

Elev.

Equip.

34

Mens

Toilet

32

Womens

Toilet

32B

HAC

30A

Elec.

Closet

28

MEDICAL

REPAIR

27

Mech.

Equip.

29

Breakroom

26

Reception

25

Patient

Waiting

22

Room

23

Mech.

Equip.

20

HAC

19

Tele.

Closet

18

Corridor

17

Vacant

17A

A Chief

MAS

17B

MAS

Secretary

17C

MAS Chief

17D

Staff Asst.

17E

AOD

17F

Vending

16

Breakroom

17G

Tele.

Closet

14

Elev.

Equip.

15

Solied

Linen

13

Linen

Chute

13A

Corridor

11

Physician

Asst.

11A

Social

Worker

11B

Undefined

11C

Recreation

Therapist

11D

Mech

Equip.

10

Soiled

22B

EKG

22C

EKG /

Holter

22D

Reading

22E

22F

Editing

22H

Servers

22G

Echo

22I

Linen

22J

Room

22K

Stair

S-2

Stair

S-3

Corr.

100

Break

CRASH

CART

OMNI-

CELL

REF.

MED-

CART

REF.

PT.Tlt.

106

Conf.

110

Exam

117

Provider

113

SoiledUtility

107

HAC

Closet

111

Corr.

116

Med

118

Exam

115

Recept. /

Nursing

119

Patient

Waiting

101

Exam

114

GYN/Triage

Room

Exam

104

TLT.

103

Private

Waiting

102

Procedure

109

Clean

Stor.

105

Provider

112

Corr.

108

Stair

S1
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Exam

133

ER-Life

Support

135

ER-Life

Support

136

Ice/ Refrig.

122

Safe

Room

127

Nurse

Perches

129

Equipment

117

Isolation

Room

116

Toilet

115

Toilet

114

Exam

112

Com.

Closet

113

Ambulance

Vestibule

119

Storage

111

Staff Toilet

109

Break

Room

108

Clean

Utility

Room

107

Clean

Supply

106

PBS

124

Exam

125

Waiting

102

Corridor

120

Vending

103

Toilet

105

Toilet

104

Vestibule

101

Engr.

132

Exam

134

Exam

126

Storage

123

Nurse First

131

Corridor

128

Work

Room

130

Triage

137

Meds

118

Corridor

121

Soiled

Utility

110






 

 

S-031-B

JDKMSG

031

BUILDING 31 - BASEMENT

SECURITY PLAN








 

 

S-031-1

JDKMSG

031

BUILDING 31 FIRST FLOOR

SECURITY PLAN








 

 

S-031-2

JDKMSG

031

BUILDING 31 - SECOND

FLOOR SECURITY PLAN








 

 

S-031-3

JDKMSG

031

BUILDING 31 - THIRD

FLOOR SECURITY PLAN








 

 

S-035-PB

JDKMSG

035

BUILDING 35 PIPE

BASEMENT SECURITY

PLAN








 

 

S-035-B

JDKMSG

035

BUILDING 35 - BASEMENT

SECURITY PLAN








 

 

S-035-1

JDKMSG

035

BUILDING 35 - FIRST

FLOOR SECURITY PLAN








 

 

S-035-2R

JDKMSG

035

BUILDING 35 - SECOND

FLOOR SECURITY PLAN








 

 

S-035-3

JDKMSG

035

BUILDING 35 - THIRD

FLOOR SECURITY PLAN








 

 

S-035-A

JDKMSG

035

BUILDING 35 - ATTIC

SECURITY PLAN








 

 

S-036-AL

JDKMSG

036

BUILDING 36 SECURITY

PLANS








 

 

S-19_218-AL

JDKMSG

19 & 218

BUILDINGS 19, 218 & 252

SECURITY PLANS








 

 

S-210-PB

JDKMSG

210

BUILDING 210 PIPE

BASEMENT SECURITY

PLAN



OPEN TO

TANK ROOM

STAIR

CRAWL

SPACE

OFFICE OFFICE

HAC

OFFICEOFFICE

ACTIVITIES

CLINIC

INCENTIVE

THERAPY

WAITING

ACTIVITIES

CLINIC

CLOS.

MECH TOILET

CORR.

STAIR

CORR.

GENERATORSTOR.

OFFICE

OFFICE

OFFICE

CORR.

OFFICE

CONFERENCE

MAIL/COPY

OFFICE

OFFICE

STAIR

STAIR

CRAWL

SPACE

WAITING

AREA

SHELL

SPACE

ELEV.

EQUIP.

CANTEEN

VENDING

CANTEEN

VENDING

WAITING

AREA

ELECTRIC

SWITCHGEAR

ELECTRIC

SWITCHGEAR

SHELL

SPACE

TELE.

CRAWL

SPACE

HAC

LOCKERS

ADL

CLINIC

SOILED

LINEN

CORR.

ENGINEERING

MEN

CLOS.

CORR.

MED. EQUIP.

REPAIR

ENTRANCE

STAIR

WOMEN

VEST.

CORR.

MEN

ELEV.

EQUIP.

PHYSICAL

THERAPY

MED. EQUIP.

REPAIR

STAIR

032

033

031 030

030A

039 051

029

035

034

029

034A

036 037

021

052

038

042

040

041

050

045

049

043

044

048

047

046

026

016

015

007

025

054

028 028A

053

027A

027

025

024

017

020

023

019

022

008

018

014

021

021A

013

002

006

005

001

004

003

009

012

011

010

210-001

210-002

210-003

210-004

210-005

210-006

210-007
210-019

210-012

210-009

210-010

210-011

210-008

210-014

210-013

210-015

210-016

210-017

210-018
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ELEC.

CLOS.

BEDROOM

MED.

SUPPLIES

BATH

WHEEL-

CHAIRS

STOR.

BEDROOM

BATH

BEDROOM

STOR.

STAIR

BEDROOM

BATH

BEDROOM

BATH

CLEAN

LINEN

BATH

SPEC. CARE

BEDROOM

BEDROOM

BATH

BEDROOM

SOILED

CARTS

MEDICAL

EQUIPMENT

BEDROOM

BATH

BATH

HAC

BEDROOM

BATH

BEDROOM

BEDROOM

BATH

CORR.

BATH

NURSES'

STATION

QUIET

ROOM

ELEC.

CLOS.

BATH

BEDROOM

BEDROOM

BATH

BATH

LAUNDRY

COMM.

CLOS.

CORR.

NURSES'

STATION

MED.

SUPPLIES

BATH

NURSES'

STATION

BEDROOM

HAC

STAIR

CLEAN

LINEN

BEDROOM

STOR.

STAIR

BATH

BEDROOM

BATH

BEDROOM

BEDROOM

MEDICAL

EQUIPMENT

BATH

NURSES'

STATION

BEDROOM

BEDROOM

BATH

BATH

BEDROOM

BATH

BEDROOM

BATH

CORR.

LIVING ROOM

DINING

BEDROOM

PANTRY

KITCHEN

BEDROOM

BATH

BEDROOM

BATH

BEDROOM

BATH

BATH

MED.

ROOM

BEAUTY/

BARBER SHOP

WORK

ROOM

CLEAN

UTILITY

BATH

BEDROOM

BATH

BATH

SUITE

EQUIP.

STOR.

LAUNDRY

COMM.

CLOS.

BATH

BEDROOM

STOR.

BATH

WHEEL-

CHAIRS

BEDROOM

SPEC. CARE

BEDROOM

CLEAN

LINEN

BATH

BEDROOM

SOILED

CARTS

BATH

HAC

BATH

CORR.

BEDROOM

BATH

BEDROOM

ELEC.

CLOS.

BATH

BEDROOM

QUIET

ROOM

CORR.

KITCHEN

LIVING ROOM

STAFF

TOIL.

CORR.

NURSE

MGR.

LOCKERS

PANTRY

TEAM

MEETING ROOM

BREAK

ROOM

TOILET

TOILET

STAIR

SOILED

UTILITY

DINING

SPD

STOR.

CORR.

WAITING

WORK

ROOM

CHUTE

ACCESS

STAFF

TOIL.

EQUIPMENT

STOR.

CORR.

CL.

FOOD

CART

ACTIVITY/

MULTI-PURPOSE

ROOM

KITCHEN

PANTRY

STAIR

LIVING ROOM

DINING

FAMILY

DINING

163

173A

172A

172

173

170

169

171

168

167A

174

166

168A

167

176

176A

178

165A

175

165

177

164

180

179A

178A

179

181

181A

162

162A

157

163A

161

160

182A

183

184

182

159A

160A

159

156

157

158

131

129

145A

149

150

148

147

126

122

123

124

124A

125A

125

146

127

127A

128

143

145

141

153A

151A

151

152A

152

142

143A

155

154

153

154A

154B

146A

144A

144

130

129A

130A

132

141B

139

141A

140

138

133A

133

132A

135

136

107A

134

119A

121

120A

120

118

119

117

116A

116

115

114

107

113A

112

114A

113

111

111A

110A

109

110

107

108

193

185

186

188A

189

188

192

190

191

101D

101C

101B

195

194

102

196

101

101A

104A

103

102B

104B

102

137

104

105B

105A

105C

106

105

105D
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SOILED

UTILITY

BEDROOM

BEDROOM

PANTRY

HAC

BEDROOM

BATH

BEDROOM

BEDROOM

STOR.

STOR.

STAIR

BATH

BATH

BEDROOM

BATH

BEDROOM

BEDROOM

MEDICAL

EQUIPMENT

WHEEL-

CHAIRS

BATH

SPEC. CARE

BEDROOM

CLEAN

LINEN

MED.

SUPPLIES

SOILED

CARTS

BATH

BATH

BEDROOM

BEDROOM

BATH

CORR.

BATH

BEDROOM

BATH

BATH

LIVING ROOM

BEDROOM

ELEC.

CLOS.

BATH

BEDROOM

BEDROOM

BATH

NURSES'

STATION

BATH

QUIET

ROOM

CORR.

LAUNDRY

COMM.

CLOS.

BEDROOM

BATH

BATH

LIVING ROOM

DINING

CORR.

STAFF

TOIL.

NURSE

MGR.

CORR.

TEAM

MEETING ROOM

LOCKERS

DINING

KITCHEN

SPD

STOR.

BREAK

ROOM

PANTRY

BEDROOM

SOILED

CARTS

CORR.

BEDROOM

BEDROOM

STOR.

STAIR

BATH

BATH

CLEAN

LINEN

STAIR

BATH

NURSES'

STATION

HAC

BEDROOM

CORR.

BEDROOM

BATH

BEDROOM

MEDICAL

EQUIPMENT

MED.

SUPPLIES

BEDROOM

BATH

BEDROOM

BEDROOM

BATH

BATH

WHEEL-

CHAIRS

BATH

BEDROOM

STOR.

BATH

BEDROOM

CLEAN

LINEN

BATH

SPEC. CARE

BEDROOM

BEDROOM

BATH

BATH

HAC

BEDROOM

CORR.

LIVING ROOM

DINING

FAMILY

DINING

EQUIPMENT

STOR.

CL.

ACTIVITY/

MULTI-PURPOSE

ROOM

BEAUTY/

BARBER SHOP

FOOD

CART

MED.

ROOM

BATH

BATH

BATH

BEDROOM

KITCHEN

ELEC.

CLOS.

WORK

ROOM

NURSES'

STATION

BEDROOM

NURSES'

STATION

BEDROOM

BATH

BATH

CLEAN

UTILITY

EQUIP.

STOR.

CHUTE

ACCESS

CORR.

BATH

SUITE

LAUNDRY

COMM.

CLOS.

STAFF

TOIL.

WAITING

TOILET

STAIR

WORK

ROOM

TOILET

KITCHEN

STAIR

PANTRY

BATH

BEDROOM

BATH

ELEC.

CLOS.

BEDROOM

QUIET

ROOM

253

267

272A

272

273

271

270

269

273A

267A

268A

268

262

276A

276

275

274

266

277

265A

278A

278

279

279A

257

280

262A

264

265

263

263A

251A

285

296

259

281A

281

282

282A

261

283

259A

284

257

258

256

260

260A

252A

252

255

254

254B

202

286

288

288A

290

289

294

293

295

292

291

244

207

225

224

222

223

224A

225A

247

248

249

250

251

242

246A

246

245A

245

226

227

228

227A

229

229A

230

230A

218

220A

221

220

219A

219

215

217

216A

216

213A

214A

214

212

213

205D

205

206

207

204B

241B

243A

253A

244A

243

254A

241

241A

240

239

203

202B

232

231

232A

233

233A

238

236

202

237

204

235

207A

234

201

201D

201C

201A

201B

204A

205A

205C

205B

210A

211A

211

209

210

208
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ELEC. CLOS.

111A

BATH

113A

SPECIAL CARE

113

BATH

115A

CLEAN ROOM

111C

BEDROOM

115

BEDROOM

117

BATH

117A

BATH

119A

MEDICAL EQUIP.

111D

BEDROOM

119

MED. ROOM

111G

STAFF TOILET

111L

BEDROOM

121

BATH

121A

BATH

123A

BEDROOM

123

MEDICAL EQUIP.

111J

Unoccupied

Unoccupied
BEDROOM

126

BATH

126A

BEDROOM

124

BATH

122A

BATH

124A

BEDROOM

122

BEDROOM

120

BATH

120A

BATH

118A

BEDROOM

118

MED. EQUIP.

111F

HAC

111E

BEDROOM

116

BATH

116A

BATH

114A

BEDROOM

114

COMM.

111B

BATHING SUITE

112

NURSES' SUB-STATION

111H

TEAM MEETING RM.

130

BREAKROOM

128

NURSE MGR.

129

PANTRY

126

FAMILY KITCHEN

124

LOCKERS

127

MEN

125

CLEAN LINEN

119

BEAUTY / BARBER SHOP

132

ACTIVITIES

122

CLEAN UTILITY

120

ELEC

116

MEDS ROOM

118LAUNDRY

112

KITCHEN

108

PANTRY

110

FOOD SERVICE

105

WOMEN

107

STAFF TOILET

106

CORRIDOR

105

LINEN CHUTE

104

EQUIP.

102

SOILED UTILITY

101

STAFF CHARTING

103

CENTRAL WORK STATION

114

CORRIDOR

117

RECEPTION / WAITING

115

STAIRS

S12

LIVING ROOM

131

DINING

121

ELEV CORRIDOR

113

QUIET ROOM

133

BEDROOM

136

CORRIDOR

134

ELEC RM.

135A

HAC

135B

SOILED CARTS

135C

CORRIDOR

135

BATH

136A

BATH

138A
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